r-ir-cs-1

=

Tmn-I3: 172.21.27.9
Cisco CAT6500 VSS

10 Gb/s
N x 10 Gb/s

Primary routing path

AS 34878

Tmn-I3: 172.21.232.12

r-ir-cn-1

=

Cisco CAT6500 VSS

=7
=!,t
=

fw-inet-kit

AS 65550

Tmn-I3: 172.21.232.22

VianXXX
141.52.215.0/24

DIS KIT Users Online Data
Network (ITG, IPE, ...)

BioQuant
Heidelberg
129.206.140.128/25

194

PBR Isdf-bioquant
141.52.212.0/24 <-> 129.206.140.128/

Vlian1293
141.52.212.0/24

bwLSDF

Vian 1294
141.52.253.192/29

se-Isdf-01-01
Tmn-12: 172.21.230.131
HP ProCurve 5412zl
Rack: LSDF-01

Etherchannel 4

r-b441-r164-1
Tmn-I3: 172.21.232.27
Cisco Nexus 7000

se-Isdf-07-02
Tmn-12: 172.21.228.99
Cisco Nexus 5010
Rack: LSDF-07

Vian 563
141.52.232.224/29

Ezl Cisco CATE500 VSS

FEX

Cisco Nexus 2010
Rack: LSDF-07

VIan832
141.52.208.0/24

Computing
adoop, iRods server)

Vlan1255

Vlan1248
2a00:1398:0100::0001/64
IPv6

Vian1050

141.52.210.0/24 DJS Storage
“ (IBM&BDN SoFS and GPFS
r-b441-r164-2 ES 7 cluster)
Tmn-13: 172.21.232.28 &
Cisco Nexus 7000 S
3 se-lsdf-07-01
v Tmn-12: 172.21.228.100
Cisco Nexus 5010
Rack: LSDF-07
FEX
Cisco Nexus 2010
AS 6 545 0 Rack: LSDF-07
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